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SEQUENCE OF OPERATIONS

WALL MOUNTED TEMPERATURE SWITCH, TS-1 WILL CYCLE UNIT HEATER FAN TD
MAINTAIN A SPACE TEMPERATLRE SETPOINT OF 68 F.(ADJUSTABLE)

WALL MOUNTED TEMPERATURE SVITCH, TS-2 VILL CYCLE UNIT HEATER FAN TO
MAINTAIN A PLENUN TEMPERATURE SETPOINT OF 38 F. (ADJUSTABLE)

ELECTRIC UNIT HEATERS

VALL MOUNTED TEMPERATURE SWITCH, TS-3 VILL CYCLE UNIT HEATER CONTROLS
TO MAINTAIN THE CONTROL SETPOINT.

THE ICS WILL DPEN PLEMM LNIT HEATER ISDLATION VALVE, V-1 AT CUTDOOR
AIR TENPERATURES BELOV 40 F.CADJUSTABLE)
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NOTE: ALL SIX[6) ICS ALARM POINTS ARE LOCATED AT COL 125 ON THE NEZZ.
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