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Enclosure, EN—4X000, NCU Servmg the
HVAC/PW Application Specific Controllers in Building 400
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NOTES:

1. ALL MATERIAL VITH (P) PRECEEDING THE DEVICE TAG IN THE BILL OF MATERIAL IS PﬂPRIUARY AND
IS BEING SUPPLIED BY JOHNSON CONTROLS, INC. ALL OTHER MATERIAL IS NON-PROPRIETARY

Control System Termination
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P)
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DEVICE TAG  QTY

PANEL MATERIAL
CODE NUMBER DESCRIPTION

EN-4X000

M)-2
NI-1
N-1

PS-1
SN-1

9
9
9
9
9
9
9
8
9
9

EN-BSF101-0 9 SLOT BASE
EN-CVC101-0 CLEAR COVER FOR 1-SLOT
EN-ENC101-0 SLOT

10-NTU113-0 LOCAL LINE

10-NTU102-0 NETVORK TERMINAL V/LIGHT
EN-KIT103-0 NT CRADLE

10-NTU134-0 REMOTE LINE DRIVER
NU-NCH101-0 NETVORK CONTROLLER V/N1
094291 BNC CONNECTCOR-ANIXTER
NU-PWR101-0 POVER SUPPLY
NU-N2B101-0

BAY YERN M DEVICE  REFERENCE DETAIL
] [mTIJSlRE EN-QXOP(W

N-YDC-OUT-2TVIST-L

N-VDC- WT-ETUIST-R
N-VDC-DUT-2TVIST-R
N-VDC-DUT-2TVIST-R
N-VDC-DUT-2TVIST-R
N-NTB-MODEM
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