FIELD MATERIAL
DEVICE TAG QTY CODE MUMBER DESCRIPTION
PS-1-P§-3 3 PATGA-9C STEAM PRESSURE CONTROL

P§-4-PS-3 2 P74FA-SC DIFFERENTIAL PRES CONTROL
R-1-R-4 4 RR2B-UL-120 CONTROL RELAY 120 VAC-1DEC
2 I AI9AAC-9C GENL PURPOSE TEMP CONTROL
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